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' 1. B—— 4 SYMBOL DENOTES CABLE TRAY/CONDUIT SUPPORT FROM WALL/CEILING,

REFER TO DWG E8.10.01 FOR TYPICAL DETALS.
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O : O O Q O O ' Q 2. FOR WALL AND FLOOR PENETRATIONS REFER TO CORRESPONDING FLOOR
, & SECTION POWER PLANS (E4 SERIES) UON.
H | : 3. SEE POWER PLANS (E4 SERIES) FOR COMPOSITE OF TRAYS FOR ALL SERVICES.
_, ' : ‘ ‘ ! ‘ ' ! 4. ALL TRAYS SHALL BE LADDER TYPE FOR VERTICAL TRAY RISERS
" VENTILATED COVERS SHALL BE PROVIDED.
| ) | | | | 5. ALL CONDUITS RUN IN THE CEILING AREA IN THE BASEMENT SHALL BE
; . MINIMUM OF 8'~6" ABOVE THE FINISHED FLOOR.
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